PART 1: GENERAL

Scope of Standard

A. SHSU prefers Electric Elevators over Hydraulic

B. Prefer at least one elevator shall extend to mechanical penthouse or basement.
   a) Elevator must be sized and designed to accommodate heaviest piece of equipment located in the penthouse.

C. Escalators, NOT ALLOWED

PART 2: PRODUCTS

2.1 Approved Manufacturers:
   THYSSEN-KRUPP shall be basis of design.

2.2 Elevators may not include any proprietary controls or systems.

END OF SECTION